* ALL CLEARANCES AS PER LATEST REVISION OF NEC

FIR OR PINE TIMBER &6“x6” MIN,
R SUITABLY SIZED POLE IF
CROSSING A PUBLIC STREET

SUITABLE STRUCTURE AS APPROVED
BY CITY OF NEWARK, AS PER LATEST
REVISION OF NEC

GUY IF REQUIRED
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OVERHEAD SERVICE

TREATED FIR OR PINE
TIMBER 4’x6” OR 2’x12”
PAD-MOUNTED AS APPROVED BY CITY
TRANSFORMER OR PEDESTAL

CONDUIT
BUSHING O

L“jl<— GFI RECEPTACLE
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#2 AL minimum

UNDERGROUND SERVICE

GROUND FAULT INTERRUPTER
RECEPTACLE, AS PER LATEST
REVISON OF NEC

NOTE:

ALL CLEARANCES & CABLE DEPTHS
TO COMPLY WITH THE LATEST EDITION
oF THE NE.C.

STANDARD TEMPORARY
ELECTRIC SERVICE



